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W\ Luminaire Schedule = NE
Footcandle results shown on this 3 SE
ta Symbol | Qty Label Arrangement | Total Lumens | Total Watts LLF BUG Rating Description lighting design are based on 2 Wu
- - - \ project specifications provided to % [
D @ 58 VX8691160-C3HNAS-R SINGLE 5486 85 0.930 Bl-UZ2-Gl VXé91l, Clear Panels, 80 LED's, Type Ill, 4000K CCT, 350mA, 14ft Pole Hadco Lighting. m WW
© 21 VX&91180-C5HNA3-R SINGLE 5726 85.4 0.930 | B3-U2-6I VX8911, Clear Panels, 80 LED's, Type V, 4000K CCT, 350mA, 14ft Pole Actual conditions differing from 8
these design parameters may
m affect field results. The customer
is responsible for verifying "
O Calculation Summary compliance with any applicable <
-— . . . . — lighting codes. =
) Label CalcType Units Avg Max Min Avg/Min Max/Min Description o
\N\) Entry Drive [lluminance Fe .43 3.40 0.50 2.86 6.80 I5ft Grid
u North Parking Lot [lluminance Fc 1.21 3.50 0.50 2.42 7.00 I5ft Grid 3
C Walkway Along North Lot [lluminance Fc 1.21 1.50 1.00 1.21 1.50 I5ft Grid m
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NESSP, INC.
290 LITTLETON ROAD, UNIT 4
CHELMSFORD, MASSACHUSETTS
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360 MASSACHUSETTS AVE, SUITE 202
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