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Issue Date: February 13, 2018

Symbol Qty Label Description Arrangement LLF Lum. Watts Lum. Lumens
—f=171 2 A Visionaire # VMX-1-T3-96LC-5-4K-UNV SINGLE 0.900 157 16961
—F—=1] s B Visionaire # VMX-1-T4-96LC-7-4K-UNV SINGLE 0.900 212 24912

B 2 c1 Visionaire # VSC-1-T4-32L.C-5-4K-UNV SINGLE 0.900 52 6228
EF 2 Cc2 Visionaire # VSC-1-T3-32LC-5-4K-UNV SINGLE 0.900 | 52 6364
4 C3 Visionaire # VSC-1-T3-16LC-5-4K-UNV SINGLE 0.900 26 3160
2 C4 Visionaire # VSC-1-T4-16LC-5-4K-UNV SINGLE 0.900 26 3093
@ 10 D1 Nora Lighting # NC-431L8540WWSF SINGLE 0.850 | 10.6 708

Calculation Summary

Label CalcType Units Avg Max Min Avg/Min Max/Min

Overall Calc Points llluminance Fc 1.98 15.3 0.0 N.A. N.A.

Under Canopy llluminance Fc 5.57 10.8 1.9 293 5.68

Parking Area llluminance Fc 3.47 15.3 0.6 5.78 25.50

ABBREVIATIONS:
Avg= Average
AFG= Above Finished Grade
CF = Compact Fluorescent
CV= Coefficient of variation
fc = Footcandles
HPS = High Pressure Sodium
LLF= Light Loss Factor
MH = Mounting Height
NTS = Not to Scale
PSMH = Pulse Start Metal Halide
SF = Square foot
W = Watts

NOTES:

A. CALCULATION POINTS INDICATED ARE BASED
ON MAINTAINED FOOTCANDLE (FC) LEVELS
AFTER A LIGHT LOSS FACTOR (LLF) IS APPLIED
TO FIXTURE. REFER TO SCHEDULES FOR LLF
AND LUMEN INFORMATION.

B. REFER TO PLAN FOR FIXTURE MOUNTING
HEIGHTS.

C. CALCULATION POINTS TAKEN AT GRADE.
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